
Proposed ordinance to adopt, update, and set forth provisions and regulations for the enforcement of 
Title 26 Los Angeles County Building Code, Title 27 Los Angeles County Electrical Code, Title 28 
Los Angeles County Plumbing Code, and Title 29 Los Angeles County Mechanical Code as required 
by State law.

SUBJECT

November 03, 2010

The Honorable Board of Supervisors
County of Los Angeles
383 Kenneth Hahn Hall of Administration
500 West Temple Street 
Los Angeles, California 90012
 
Dear Supervisors:

PROPOSED 2011 LOS ANGELES COUNTY
BUILDING, ELECTRICAL,

PLUMBING, AND MECHANICAL CODES
(ALL SUPERVISORIAL DISTRICTS)

(3 VOTES)

IT IS RECOMMENDED THAT YOUR BOARD:

Introduce, waive reading, and schedule a public hearing on November 23, 2010, regarding 
ordinances that adopt by reference the 2010 California Building, Electrical, Plumbing, and 
Mechanical Codes, with amendments.

AFTER THE PUBLIC HEARING, IT IS RECOMMENDED THAT YOUR BOARD:

1. Find that the proposed changes and modifications to building standards contained in the 2010 
California Building, Electrical, Plumbing, and Mechanical Codes are reasonably necessary because 
of local climatic, geological, and/or topographical conditions, as detailed in the four respective 
ordinances. 

2. Find that the proposed ordinances are exempt from the provisions of the California Environmental 
Quality Act pursuant to State Guidelines Section 15061(b)(3).
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3. Approve the ordinances and establish their operative date as January 1, 2011.

4. Direct the County of Los Angeles Department of Public Works to file the adopted ordinances 
containing your Board of Supervisors’ findings with the California Building Standards Commission.

PURPOSE/JUSTIFICATION OF RECOMMENDED ACTION

The enclosed ordinances, when adopted, will update and set forth provisions and regulations for the 
enforcement of the Building, Electrical, Plumbing, and Mechanical Codes within the unincorporated 
areas of the County of Los Angeles (County) and the Contract Cities served by the County that elect 
to adopt the same ordinances by reference, as required by State law.

Implementation of Strategic Plan Goals

The Countywide Strategic Plan directs the provision of Operational Effectiveness (Goal 1), 
Community and Municipal Services (Goal 3), and Public Safety (Goal 5) as it provides services to the 
public that have a wide-reaching positive effect on the entire community.  The adoption of the 
County's building codes provides minimum construction and property maintenance standards that 
promote the health and welfare of the general public throughout the unincorporated area of the 
County.  By incorporating the most up-to-date building and safety standards, the County will be able 
to ensure that its Strategic Goals are fully addressed.

FISCAL IMPACT/FINANCING

There will be minimal impact on expenditures for the Department of Public Works (Public Works) for 
training its personnel.  All associated costs including these training costs and the printing of the new 
codes are funded from construction-related plan review and permit revenues from Fiscal Year 2010-
11.

FACTS AND PROVISIONS/LEGAL REQUIREMENTS

The State recently adopted the 2010 Edition of the California Building Standards Code, which 
includes the 2010 California Building, Electrical, Plumbing, and Mechanical Codes.

The California Health and Safety Code requires that the County adopt ordinances that impose the 
same building standards as are contained in the 2010 California Building Standards Code, with the 
exception that the County may make amendments to these building standards that are more 
restrictive and that are reasonably necessary because of local climatic, geological, and/or 
topographical conditions.  

The enclosed ordinances incorporate, by reference, the building standards contained in the 2010 
California Building, Electrical, Plumbing, and Mechanical Codes together with critical and necessary 
County amendments.  In accordance with Sections 17958.5 and 17958.7 of the Health and Safety 
Code, your Board of Supervisors (Board) must determine and expressly find that the amendments to 
the State standards are needed because of local climatic, geological, and/or topographical 
conditions.
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The applicable finding(s) for each proposed amendment to the State's building standards are clearly 
delineated in a chart which is set forth in each of the proposed ordinances.  The ordinances also 
contain various administrative changes that do not require special local findings.  The last County 
update to the State Building Standards Code was approved by your Board on November 27, 2007.

In its continued efforts to provide consistency within the Los Angeles Basin and to provide the public 
with locally applicable and efficient codes, Public Works has, again, joined efforts with a majority of 
the cities within the County to undergo thorough examination of previous and proposed amendments 
to the building standards published by the State.  Many of the proposed local amendments to the 
State Codes are based on the model language generated by the Los Angeles Regional Uniform 
Code Program.  This Regional Program has the support of all 88 cities and the County.  The goal of 
these multijurisdictional groups is to minimize differences in Code language and interpretation within 
the region, thereby assisting the local construction industry by unifying and streamlining the 
permitting process.

Health and Safety Code Section 17958 and 18941.5 require that all amendments, together with the 
unamended portions of the California Building, Electrical, Plumbing, and Mechanical Codes, become 
effective 180 days after the publication of the California Building Standards Code.  The State has 
established that date to be January 1, 2011.  Accordingly, it is recommended that your Board 
establish the operative date of the amendments, together with the unamended portions of the 
California Building Standards Code, to be January 1, 2011.  The proposed amendments will then 
become operative when your Board's findings are filed with the State of California Building 
Standards Commission.

In accordance with the requirements of Government Code Section 50022.3, your Board must 
schedule a public hearing after the first reading of the title of the adopting ordinances.  Notice of the 
hearing is required to be published pursuant to Government Code 6066.  A copy of the California 
Building, Electrical, Plumbing, and Mechanical Codes must be on file with the Executive Office at 
least 15 days preceding the hearing and made available for public inspection.

A sample, notice is submitted herewith.

ENVIRONMENTAL DOCUMENTATION

Adoption of these ordinances is exempt from the California Environmental Quality Act (CEQA) in that 
it can be seen with certainty that there is no possibility that the ordinance may have a significant 
effect on the environment pursuant to State CEQA Guidelines Section 15061(b)(3).  The adoption of 
the proposed ordinances is covered by the general rule that CEQA applies only to projects that have 
the potential for causing a significant effect on the environment.  The adoption of the proposed 
ordinances does not have such potential. 

IMPACT ON CURRENT SERVICES (OR PROJECTS)

Other departments embarking on construction projects will be required to comply with the provisions 
of these ordinances if applications for permits to begin construction are submitted on or after the 
operative date of these ordinances.

Copies of the proposed code changes were circulated to professional associations within the design 
and construction communities for review and comments.  Public Works has carefully evaluated the 
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comments received as a result of the review and has incorporated those changes into the 
ordinances, where appropriate.

CONCLUSION

Upon approval of the enclosed ordinances, please return one adopted copy of this letter and one 
adopted copy of the ordinances to the Department of Public Works, Building and Safety Division.

Respectfully submitted,

GAIL FARBER

Director

GF:RP:ll

Enclosures

c: Chief Executive Office
County Counsel
Executive Office
Department of Regional Planning
Fire Department

The Honorable Board of Supervisors
11/3/2010
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ANALYSIS

This ordinance repeals those provisions of Title 27 - Electrical Code of the

Los Angeles County Code, which had incorporated portions of the 2007 Edition of the

California Electrical Code by reference, and replaces them with provisions incorporating

by reference portions of the 2010 California Electrical Code, published by the California

Building Standards Commission, with certain changes and modifications. Unless

deleted or modified herein, the previously enacted provisions of Title 27 continue in

effect.

State law requires that the County's Electrical Code impose the same

requirements as are contained in the building standards published in the most recent

edition of the California Electrical Code except for changes or modifications deemed

reasonably necessary by the County because of local climatic, geologic, or topographic

conditions.

The changes and modifications to requirements contained in the building

standards published in the 2010 California Electrical Code which are contained in this

ordinance are based upon express findings contained in the ordinance, that such

changes are reasonably necessary due to local climatic, geologic, or topographic

conditions. This ordinance also makes certain modifications to the administrative

provisions of Title 27.

ANDREA SHERIDAN ORDIN
County Counsel

BY: ~;:z--.----
MARK T. YANAI
Principal Deputy County Counsel
Property Division

MTY:vn

07108/10 (Requested)

10106110 (Revised)
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ORDINANCE NO. _

An ordinance amending Title 27 - Electrical Code of the Los Angeles County

Code by adopting portions of the 2010 California Electrical Code, by reference, with

certain changes and modifications, and making other revisions thereto.

The Board of Supervisors of the County of Los Angeles ordains as follows:

SECTION 1. Sections 89.102 through 89.114 of Article 89, Article 90, and

Chapters 1 through 9, including Section 690.19, which incorporate by reference and

modify portions of the 2007 California Electrical Code, are hereby repealed.

SECTION 2. Article 80 is hereby amended to read as follows:

Sec. 80-1.5. California Electrical Code (CEC) Adoption by Reference.

Except as hereinafter changed or modified, Sections 89.102 through 89.114 of

Article 89, Article 90~-aAGChapters 1 through 9. and Annexes A, B. C. D. E. F. G. and H

of that certain Electrical GCode known and designated as the ~201 0 California

Electrical Code as published by the California Building Standards Commission are

adopted by reference and incorporated into this Title 27 of the Los Angeles County

Code as if fully set forth below, as Sections 89.102 through 89.114 of Article 89,

Article 90~aml-Chapters 1 through 9. and Annexes A, B. C. D. E. F. G and H of Title 27

of the Los Angeles County Code.

A copy of the ~201 0 California Electrical Code, hereinafter referred to as the

CEC shall be at all times maintained by the Chief Electrical Inspector for use and

examination by the public.

HOA.716089.6



SECTION 3.

Sec. 82-4.

Section 82-4 is hereby amended to read as follows:

Application for Electrical Permits,

(f) Expiration of Application. An applications for permits for which no

permit is issued within one year following the date of application shall expire by

limitation. Plans and specifications previously submitted may thereafter be returned to

the applicant or destroyed by the Chief Electrical Inspector. The Chief Electrical

Inspector may e~nd the time for action by the applioant for a period not exoeeding9.@!Ji

up to two extensions of up to 180 days per extension beyond the initial one-year limit

upon written request by the applicant showing that circumstances beyond the control of

the applicant have prevented action from being taken and upon payment of an extension

fee equal toin an amount determined by the Chief Electrical Inspector, not to exceed

25 percent of the plan check fee. No permit applioation shall be extended more than

Once an application and any extension!§l have expired, the applicant shall

resubmit plans and specifications and pay a new plan checking or review fee.

SECTION 4. Section 83-3 is hereby amended to read as follows:

Sec. 83-3. Alternate Materials and Methods:,

Nothing in this Code isThe provisions of this Code are not intended to prevent

the use of any material, appliance, installation, device, arrangement method, design, or

method of construction not specifically prescribed by this Code, provided any such

alternate has been approved by the Chief Electrical Inspector.
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The Chief Electrical Inspector may approve on a case-by-case basis any such

alternate that is found to be satisfactory and does not lessen provisions for safety or

health required by this Code.

SECTION 5.

follows:

Sec. 690.19

Section 690.19 is hereby added to Article 690 to read as

Disconnecting Means for Multiple Arrays.

Where more than one array is combined to form a single output, a disconnecting

means rated for the output shall be installed immediately adjacent to the combiner box

on the output side.

EXCEPTION 1: If the combiner box is located adjacent to the inverter(s), the

disconnecting means as stated above shall not be required.

EXCEPTION 2:

10KW.

SECTION 6.

For a single-family dwelling with PV system rated up to

The provisions of this ordinance contain additions to the

2010 Edition of the California Electrical Code.

Pursuant to California Health and Safety Code sections 17958.5, 17958.7, and

18941.5, the Board of Supervisors hereby expressly finds that the additions to

requirements contained in the building standards published in the California Electrical

Code contained in this ordinance are reasonably necessary because of local climatic,

geological, or topographical conditions in the County of Los Angeles as more

particularly described in the table set forth below.

HOA.716089.6 3



ELECTRICAL CODE AMENDMENTS

CODE SECTION CONDITION EXPLANATION

690.19 Geological Emergency situations
caused by seismic events
may require the
disconnection of electrical
power in a building.
Presently, the CEC does
not require a disconnecting
means for conductors for
multi-arrayed solar
ohotovoltaic systems.

SECTION 7. This ordinance shall become operative on January 1,2011.

[TITLE27MYCCj
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ANALYSIS

This ordinance repeals those provisions of Title 28 - Plumbing Code of the

Los Angeles County Code, which had incorporated portions of the 2007 Edition of the

California Plumbing Code by reference, and replaces them with provisions incorporating

by reference portions of the 2010 California Plumbing Code, published by the California

Building Standards Commission, with certain changes and modifications. Unless

deleted or modified herein, the previously enacted provisions of Title 28 continue in

effect.

State law requires that the County's Plumbing Code impose the same

requirements as are contained in the building standards published in the most recent

edition of-the California Plumbing Code except for changes or modifications deemed

reasonably necessary by the County because of local climatic, geologic, or topographic

conditions.

The changes and modifications to requirements contained in the building

standards published in the 2010 California Plumbing Code which are contained in this

ordinance are based upon express findings contained in the ordinance, that such

changes are reasonably necessary due to local climatic, geologic, or topographic

conditions.

This ordinance also makes certain modifications to the administrative provisions

of Title 28.

ANDREA SHERIDAN ORDIN
County Counsel

BY ~ ;7 "'C>---

MARK T. YANAI
Principal Deputy County Counsel
Property Division

MTY:vn

07108/10 (Requested)

10/12/10 (Revised)
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ORDINANCE NO. _

An ordinance amending Title 28 - Plumbing Code of the Los Angeles County

Code by adopting portions of the 2010 California Plumbing Code, by reference, with

certain changes and modifications, and making other revisions thereto.

The Board of Supervisors of the County of Los Angeles ordains as follows:

SECTION 1. Sections 120 through 132 of Chapter 1, Chapters 2 through

15, and Appendices A, B, D, G, I, and K, which incorporate by reference and modify

portions of the 2007 California Plumbing Code, are hereby repealed.

SECTION 2. Chapter 1 is hereby amended to read as follows:

CHAPTER 1

ADMINISTRATION

100 ADOPTION BY REFERENCE.

Except as hereinafter changed or modified, Sections ~1.2 through 4-141.14 of

Chapter 1! Division I of that certain Plumbing Code known and designated as the

2-00+2010 California Plumbing Code as published by the California Building Standards

Commission, are adopted by reference and incorporated into this Title 28 of the

Los Angeles County Code as if fully set forth below, and shall be known as

Sections 42Q119.1.2 through ~119.1.14, respectively, of Chapter 1 of Title 28 of the

Los Angeles County Code.

Except as hereinafter changed or modified, Chapters 2 through 4a16A and

Appendices A, B, D, G, 1.1. and K of that certain Plumbing Code known and designated

as the 2-00+2010 California Plumbing Code as published by the California Building

HOA.730522.3



Standards Commission, are adopted by reference and incorporated into this Title 28 of

the Los Angeles County Code as if fully set forth below, and shall be known as

Chapters 2 through 4e16A, and Appendices A, B, D, G, I~and K of Title 28 of the

Los Angeles County Code.

A copy of the 2010 California Plumbing Code shall be at all times maintained by

the Chief Plumbing Inspector for use and examination by the public.

101.0 Generalprovisions.



renovations of existing private sewage disposal systems, the Authority Having

Jurisdiction shall be the Health Officer;

3. For purpose of administering the provisions of Chapter 1,

Section 101.3.3 of this Code solely to the extent that the Authority Having Jurisdiction

has authority to determine that a private sewage disposal system is dangerous, unsafe,

insanitary, or a nuisance and a menace to life, health, or property, the Authority Having

Jurisdiction shall be the Health Officer;

4. For all other purposes, the term "Authority Having Jurisdiction," when it is

used in this Code, shall be construed to mean the Chief Plumbing Inspector.

101.9 Board of Appeals.

Appeals shall be made in writing to the Chief Plumbing Inspector, no later than

60 days from the date of the action being appealed from. aRG-tIhe appellant may

appear in person before the Board or be represented by an attorney and may introduce

evidence to support his claims. Appeals shall be heard at reasonable times at the

convenience of the Board but not later than 30 days after receipt thereof.

103.0 Permits.

103.9 Application for permit.
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An A~pplications for SLpermits for 'IIhiohshall expire if no permit is issued within

one year following the date of application shall be deemed '.vithdra'lln and the Chief

Plumbing Inspeotor shall take no further astion thereon. Plans and specifications

previously submitted may thereafter be returned to the applicant or destroyed by the

Chief Plumbing Inspector. The Chief Plumbing Inspector may extend this period for an

additional period not exoeedinggrant up to two extensions of up to 180 days~

extension. beyond the initial one year period upon written request by the applicant

showing that circumstances beyond the control of the applicant have prevented the

applicant from taking the actions requested by the Chief Plumbing Inspector and upon

the payment of an extension fee ~as determined by the Chief Plumbing Inspector.

not to exceed 25 percent of the plan check fee. No permit applioation shall be extended

more than onoe. Once an application and any extension thereof have expired, the

applicant shall resubmit plans and specifications and pay a new plan checking or review

fee.

103.12 InvestigationFee.

103.12.2 AlternateMaterialsandMethodof Construction.

In compliance with Section 301.2 of this Code regarding the use of an alternate

material or method of construction, an application shall be submitted in writing to the

Chief Plumbing Inspector together with a filing fee of $210.20. When actual staff review
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exceeds two hours, an additional fee of $105.10 per hour shall be charged for each

hour or fraction thereof in excess of two hours.

SECTION 3. Section 609.7 is hereby amended to read as follows:

Nothing contained in this GCode shall be construed to prohibit the use of all or

part of an abutting or adjacent lot or lots to:

SECTION 4. Section 713.1 is hereby amended to read as follows:

713.1 Every building in which plumbing fixtures are installed and

every premises having drainage piping thereon shall have a connection to a public or

private sewer, except as provided in Sections 101.4.1.3101.3.3, 713.2, and 713.4.

SECTION 5. Section 721.0 is hereby amended to read as follows:

721.3 If the public sewer does not extend to a point from which

each building on a lot or parcel of land large enough to permit future subdivision can be

independently served. the property owner shall construct a public sewer as required by

the Los Angeles County Sanitary Sewer and Industrial Waste Ordinance to provide

adequate sewerage for each such possible parcel.

Exception: When the Authority Having Jurisdiction finds that the character of a

lot is such that no further subdivision can be reasonably anticipated. or the use is such

as to preclude subdivision. or where the owner has executed a covenant stating that the

lot or parcel of land together with all improvements thereon will be maintained as a unit

HOA.730522.3 5





than six (6) feet (1.8 m) below grade. Whenever practicable, the alignment and grade

of each building sewer shall be straight from the public sewer to the property line.

728.3 Taps and saddles. Whenever it becomes necessary to

connect a building sewer to a public sewer at a point where no branch fitting has been

installed in the public sewer, such connection shall be made as required by the

Los Angeles County Sanitary Sewer and Industrial Waste Ordinance.

728.4 Connectionto trunks. Whenever required, an approved-

type unvented running trap shall be installed in each building sewer which is connected

directly to a trunk sewer by any means whatsoever. Each such running trap shall be

installed in the building sewer between the house drain or drains and the connection to

the trunk sewer. AT-type c1eanout shall be installed in the building sewer immediately

below the running trap. This c1eanout need not be extended to grade. Every running

trap and cleanout shall be located on the lot served by the building sewer.

728.5 Streetwidening. Where a future street or road-widening

area has been established by the master plan of highways or in any other manner, all

work installed in such area shall conform to the requirements established in this or other

related ordinances for work on public property.

728.6· Main line required. Building sewer construction shall

conform to the requirements of main line sewers as set forth in the Los Angeles County

Sanitary Sewer and Industrial Waste Ordinance when either of the following conditions

exist:

HOA. 730522.3 7



1. Where the Authority Having Jurisdiction requires such construction

because of the character or quantity of the sewage or industrial waste to be discharged.

2. Where the sewer is designed to be, or proposed to be, dedicated to the

County of Los Angeles at the present or any future time.

SECTION 7. Section K 3.0 of Appendix K is hereby amended to read as

follows:

K3.0 Area of Disposal Fields and Seepage Pits.

(3) No excavation for a leach line or leach bed shall extend within five (5) feet

(1,524 mm)ten (10) feet (3048 mm) of tAeground water ta9le-nor to a depth where

sewage may contaminate the underground water stratum that is useable for domestic

purposes.

Exception: In areas where the records or data indicate that the ground 'Naters

are grossly degraded, the five (5) foot (1524 mm) separation requirement may be

reduced by the Authority Having Jurisdiction.When approved by the Authority Having

Jurisdiction. this distance may be reduced to five (5) feet (1.5 m) from ocean water. The

applicant shall supply evidence of ground water depth to the satisfaction of the Authority

Having Jurisdiction.

(4) The minimum effective absorption area in any seepage pit shall be

calculated as the excavated side wall area below the inlet exclusive of any hardpan,

rock, clay, or other impervious formations. The minimum required area of porous

formation shall be provided in one or more seepage pits. No excavation shall extend
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within ten (10) feet (3048 mm) of tReground water table-nor to a depth where sewage

may contaminate underground water stratum that is useable for domestic purposes.

Exception: In areas INhere the records or data indicate that the ground waters

are grossly degraded, the ten (10) foot (3048 mm) separation requirement may be

reduced by the Authority Having JurisdictionWhen approved by the Authority Having

Jurisdiction, this distance may be reduced to five (5) feet (1.5 m) from ocean water.

SECTION 8.

follows:

K4.0

Section K 4.0 of Appendix K is hereby amended to read as

Percolation Test.

(C) When a percolation test is required, the proposed system shall have the

capability to absorb a quantity of clear water in a 24-hour period equal to at least five

times the liquid capacity of the proposed septic tank. RNo private disposal system shall

be permitted to serve a building if that test shows the absorption capacity of the soil is

less than 0.83 gallons per square foot (33.8 Um2) or more than 5.12 gallons per square

foot (208 Um2) of leaching area per 24 hours. If the percolation test shows an

absorption rate greater than 5.12 gallons per square foot (208 Um2) per 24 hours, a

private disposal system may be permitted if the site does not overlie ground waters

protected for drinking water supplies, a minimum thickness of two (2) feet (610 mm) of

the native soils below the entire proposed system is replaced by loamy sand, and the

system design is based on percolation tests made in the loamy sand.
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SECTION 9. Section K 6.0 of Appendix K is hereby amended to read as follows:

K6.0 DisposalFields.

(E) Where two (2) or more drain lines are installed, an approved distribution

box of sufficient size to receive lateral lines shall be installed at the head of each

disposal field. The inverts of all outlets shall be level, and the invert of the inlet shall be

at least one (1) inch (25.4 mm) above the outlets: Distribution boxes shall be designed

to ensure equal flow and shall be installed on a level concrete slab in natural or

compacted soil.

Distribution boxes shall be coated on the inside with a bituminous coating or

other approved method acceptable to the Authority Having Jurisdiction.

(H) VVhen the quantity of se'Nage exceeds the amount that can be disposed in

five hundred (500) lineal feet (152.4 m) of leach line, a dosing tank shall be used.

DOSingtanks shall be equipped 'Nith an automatic siphon or pump that discharges the

tank once every three (3) or four (4) hours. The tank shall have a capacity equal to sixty

(60) to seventy five (75) percent of the interior capacity of the pipe to be dosed at one

time. ""here the total length of pipe exceeds one thousand (1000) lineal feet (304.8 m),

the dosing tank shall be provided with two (2) siphons or pumps dosing alternately and

each serving one half (112) of the leach field.Automatic syphon or dosing tanks shall be

installed when required or as permitted by the Authority Having Jurisdiction.
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SECTION 10.

follows:

K7.0

Section K 7.0 of Appendix K is hereby amended to read as

Seepage Pits.

(8) Multiple seepage pit installations shall be served through an approved

distribution box or be connected in series by means of a water tight oonneotion laid on

undisturbed or oompacted soil; the outlet from the pit shall have. When connected in

series. the effluent shall leave each pit through an approved vented leg fitting extending

at least twelve (12) inches (305 mm) below the inlet fittingdownward into such existing

pit and having its outlet flow line at least six (6) inches below the inlet. All pipe between

pits shall be laid with approved watertight joints.

SECTION 11. Section K 10.0 of Appendix K is hereby amended to read as

follows:

Inspection and Testing.

Inspection.

(1) Applicable provisions of Section -WM104.0 of this GCode and this

appendix shall be complied with. Plans may be required per Section ~102.1 of this

GCode.

K 10.0

(A)

(5) Disposal fields and seepage pits shall not be installed in

uncompacted fill.

HOA. 730522.3 11



SECTION 12. Section K 11.0 of Appendix K is hereby amended to read as

follows:

K 11.0 Abandoned Sewers and Sewage Disposal Facilities.

(F) No excavation for an abandoned sewer or sewage facility shall be left

unattended at any time unless the permittee shall have first provided a suitable and

adequate barricade to assure public safety.

SECTION 13. Table K-2 of Appendix K is hereby amended to read as

follows:

TABLE K-2

CAPACITY OF SEPTIC TANKS*

Multiple Other Uses:
Single-family Dwelling Units Maximum
dwellings~ or Apartments- Fixture Units
Number of -One Bedroom Served Per Minimum Septic Tanks
Bedrooms Each Table 7-3 Capacity in Gallons (liters)

... II·· . 1·· ...

** Applies to mobile homes not installed in a mobile home park.

HOA. 730522.3 12



SECTION 14. Table K-3 of Appendix K is hereby amended to read as

follows:

TABLE K-3

ESTIMATED WASTE/SEWAGE FLOW RATES

Type of Occupancy

I

Unit Gallons (liters)
Per Day

... Ir ... I
... .. ." ,,,,--'-'- ',',- .... "',',',- . '-'''-'.'' '--'.-.- ," - ,', .' ". '.-' . -.~

11. Laundries, self service I 50 (11:19.3)per \flash cycle300 per
(minimum 10 hours per day) Iimachine
Commercial Per manufacturer's specifications

...

I.. ...
I,· ...... , .... . ...... . ..... . .. ' .. '-' ' ... _.". - ,.... ,' ..,.- .. - ,'-' ~,'-.,.'~.'.-'-""".'-".'.'".'-'.' .... ',_ .. - . -,',. - -, .. - ... -',' .... - , ,

14. Parks, mobile homes 250 (946.3) per space
picnic parks (toilets only) ~i 20 (75.7) per parking space
recreational vehicles -- 75 (283.9) per space
without water hookup 100 (378.5) per space
with water and sewer hookup

....

15. Restaurants - cafeterias 20 (75.7) per employee50 (189.3) per
toilet seat
kitchen waste 7 (26.5) per customer
add for garbage disposal I; 6 (22.7) per meal
add for cocktail lounge 1 (3.8) per meal
kitchen 'Naste Disposal service 2 (7.6) per customer

" 17 Q\ ~~r ~~~I

... I ... I

(A) Recommended Design Criteria. Sewage disposal systems sized using

the estimated 'Nastelse\o.:age flay.: rates should be calculated as follo'll-s:

(1) VVaste.lsewage flow, up to 1,500 gallonslday (5,677.5 Llday)

Flow x 1.5 septic tank size.

(2) 'Naste.lsewage flm".',over 1,500 gallons.lday (5,677.5 Llday)

Flow x 0.75 + 1,125 septio tank size.
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(3) Seoondary system shall be sized for total flow per 24 hours.

(8) Also see Section K 2 of this appendix.

SECTION 15. Table K-4 of Appendix K is hereby amended to read as

follows:

TABLE K-4

DESIGN CRITERIA OF FIVE TYPICAL SOILS

Type of Soil Required sq. ft. of Maximum absorption capacity
leachin~ area/100 in gals/sq. ft. of leaching area
gals. (m IL) ...... •for a 24 hr. period (Um2)

... I··· ...
Sandy loam or Sandy [40 (0.010) [2.5 (101.8)
GIay

Sandy clay 160(9:015) . 1.66 (67.9)
Clay with considerable [... ...
sand or!;Jravel ..

SECTION 16. Table K-5 of Appendix K is hereby amended to read as

follows:

TABLE K-5

Require Sq. Ft. of Maximum
Leaching Area/100 Gals. Septic
Septic Tank Capacity Tank Size

Allowable
j(m2/L) IGallons j(Uters)

... I~·. ~ . I.. ·
40 I·· . I··· ...
69 1<0.015) 13.500 (13,247.5) .
90 j(0.022) 13,aOO3000 1(13,24911 ,~55.0)
... I.. · I··· I·· .
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SECTION 17. The provisions of this ordinance contain various changes,

modifications, and additions to the 2010 Edition of the California Plumbing Code. Some

of these changes are administrative in nature in that they do not constitute changes or

modifications to requirements contained in the building standards published in the

California Building Standard Code.

Pursuant to California Health and Safety Code sections 17958.5, 17958.7, and

18941.5, the Board of Supervisors hereby expressly finds that all of the changes and

modifications to requirements contained in the building standards published in the

California Building Standards Code, contained in this ordinance, which are not

administrative in nature, are reasonably necessary because of local climatic, geological,

or topographical conditions in the County of Los Angeles as more particularly described

in the table set forth below.

Plumbing Code Amendments

CODE SECTION CONDITION EXPLANATION

K3.0 Geological, Topographical, To establish more restrictive
requirements for protection of local
groundwater due to local soil
conditions.

K4.0(C) Geological, Topographical To establish more restrictive
requirements for protection of local
groundwater due to local soil
conditions.

K6.0(E) Geological, Topographical To establish more restrictive
requirements for protection of local
groundwater due to local soil
conditions.

HOA.730522.3 15



CODE SECTION CONDITION EXPLANATION

K6'.0(H) Geological, Topographical To establish more restrictive
requirements for protection of local
groundwater due to local soil
conditions.

K7.0(8) Geological, Topographical To establish more restrictive
requirements for protection of local
groundwater due to local soil
conditions.

K10.0(A)(5) Geological To establish more restrictive
requirements to prevent earth
movement based on local soil and
seismic conditions.

K11.0(F) Geological To establish more restrictive
requirements to prevent earth
movement based on local soil and
seismic conditions.

Table K-3 Geological, Topographical To establish more restrictive
requirements for protection of local
groundwater due to local soil
conditions, sewer capacity, and
sewaqe treatment.

Table K-4 Geological, Topographical To establish consistency with
requirements of the County Health
Department, for sewer capacity, and
sewage treatment due to local soil
conditions.

Table K-5 Geological, Topographical To establish consistency with
requirements of the County Health
Department for sewer capacity, and
sewage treatment, due to local soil
conditions.

SECTION 18. This ordinance shall become operative on January 1, 2011.

[TITLE28MYCC]
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ANALYSIS

This ordinance repeals those provisions of Title 29 - Mechanical Code of the

Los Angeles County Code, which had incorporated portions of the 2007 Edition of the

California Mechanical Code by reference and replaces them with provisions

incorporating portions of the 2010 California Mechanical Code, published by the

California Building Standards Commission, with certain changes and modifications.

Unless deleted or modified herein, the previously enacted provisions of Title 29 continue

in effect.

State law requires that the County's Mechanical Code contain the same

requirements as are contained in the building standards published in the most recent

edition of the California Mechanical Code. State law allows the County to change or

modify these requirements only if it determines that such changes or modifications are

reasonably necessary because of local climatic, geological, or topographical conditions.

The changes and modifications to the requirements contained in the building standards

published in the 2010 California Mechanical Code, which are contained in this

ordinance, are based upon express findings, contained in the ordinance, that such

changes are reasonably necessary due to local climatic, geological, or topographical

conditions.

This ordinance also makes certain modifications to the administrative provisions

of Title 29.

ANDREA SHERIDAN ORDIN
County Counsel

BY~~
MARKT. YANAI
Principal Deputy County Counsel
Property Division

MTY:vn

07/08/10 (Requested)

10/05/10 (Revised)
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ORDINANCE NO. _

An ordinance amending Title 29 - Mechanical Code of the Los Angeles County

Code, by adopting portions of the 2010 California Mechanical Code, by reference, with

certain changes and modifications, and making other revisions thereto.

The Board of Supervisors of the County of Los Angeles ordains as follows:

SECTION 1. Section 120 through 132 of Chapter 1, Chapters 2 through

17, and Appendices A, B, C, and D, which incorporate by reference and modify portions

of the 2007 California Mechanical Code, are hereby repealed.

SECTION 2. Section 100 is hereby amended to read as follows:

100 -- CMCADOPTION BY REFERENCE

Except as hereinafter changed or modified, Sections ~1.2 through 4-141.14 of

Chapter 1! Division I of that certain Mechanical Code known and designated as the

20072010 California Mechanical Code (CMC) as published by the California Building

Standards Commission are adopted by reference and incorporated into this Title 29 of

the Los Angeles County Code as if fully set forth below, and shall be known as

Sections ~119.1.2 through ~119.1.14, respectively, of Chapter 1 of Title 29 of the

Los Angeles County Code.

Except as hereinafter changed or modified, Chapters 2 through 17, and

Appendices A,B, C~and D of that certain Mechanical Code known and designated as

the 20072010 California Mechanical Code (CMC) as published by the California

Building Standards Commission are adopted by reference and incorporated into this

Title 29 of the Los Angeles County Code as if fully set forth below, and shall be known
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as Chapters 2 through 17J.and Appendices A, B, CJ.and 0 of Title 29 of the Los Angeles

County Code.

A copy of the 2010 California Mechanical Code shall be at all times maintained

by the Chief Mechanical Inspector for use and examination by the public.

SECTION 3.

107 --

CONSTRUCTION

Section 107 is hereby amended to read as follows:

ALTERNATE MATERIALS AND METHODS OF

The provisions of this Code are not intended to pre\'ent the use of any materials

or methods of construction not specifically prescribed by this Code, provided any such

alternate has been approved.

The Chief Mechanical Inspector may approve any such alternate provided he

finds that the proposed design is satisfactory and complies '/lith the provisions of this

Code, and that the material, method, or work offered is, for the purpose intended, at

least the equivalent of that prescribed in this Code in quality, strength, effectiveness, fire

resistance, durability, and safety.

The Chief Mechanical Inspector shall require that sufficient evidence or proof be

submitted to substantiate any claims that may be made regarding its use.

107.1 Purpose and Intent. Nothing in this Code is intended to

prevent the use of systems. methods. or devices of equivalent or superior quality.

strength. fire resistance. effectiveness. durability. and safety over those prescribed by

this Code. Technical documentation shall be submitted to the Authority Having

Jurisdiction to demonstrate equivalency. The Authority Having Jurisdiction shall have
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the authority to approve or disapprove the system, method, or device for the intended

purpose.

However, the exercise of this discretionary approval by the Authority Having

Jurisdiction shall have no effect beyond the jurisdictional boundaries of said Authority

Having Jurisdiction. Any alternate material or method of construction so approved shall

not be considered as conforming to the requirement and/or intent of this Code for any

purpose other than that granted by the Authority Having Jurisdiction.

107.2 Application. Application for ~approval of an alternate

material or method of construction shall be submitted in writing to the Chief Mechanical

Inspector together with a filing fee of $210.20. When actual staff review exceeds two

hours, an additional fee of $105.10 per hour shall be charged for each hour or fraction

thereof in excess of two hours.

107.3 Testing. The Authority Having Jurisdiction may require any

applicant to perform testing, in support of its application, in accordance with the

following:

107.3.1 Tests shall be made in accordance with approved testing

standards by an approved testing agency at the expense of the applicant. In the

absence of such standards, the Authority Having Jurisdiction shall have the authority to

specify the test procedure.
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107.3.2 The Authority Having Jurisdiction may require tests to be

made or repeated if. at any time. the Authority Having Jurisdiction has reason to believe

that any previously approved alternate material or device no longer conforms to the

requirements on which its approval was based.

SECTION 4.

109 --

Section 109 is hereby amended to read as follows:

BOARD OF APPEALS

In order to determine the suitability of alternate materials and types of

construGtionand to provide for reasonable interpretations of the provisions of this

Ge€lehear and decide appeals of orders. decisions. or determinations made by the

Authority Having Jurisdiction relative to the application and interpretations of this Code,

the Board of Examiners of Plumbers provided for in Section 105.3 of Title 28 of the

Los Angeles County Code, known as the Plumbing Code, shall act as a Board of

Appeals. The Board shall adopt reasonable rules and regulations for conducting its

investigations, which may be separate and distinct from, or may be a part of, the rules

and regulations, if any, of the Board of Examiners of Plumbers. The Board shall render

all decisions and findings in writing.

SECTION 5.

111.2

Section 111.2 is hereby amended to read as follows:

Permits Application.

Applications for permits for which no permit is issued within one year following

the date of application shall expire by limitation. Plans and specifications previously
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submitted may thereafter be returned to the applicant or destroyed by the Chief

Mechanical Inspector. The Chief Mechanical Inspector may extend the time for action

by the applicant for a period not exceedinggrant up to two extensions of up to 180 days

per extension beyond the initial one-year limit upon written request by the applicant

showing that circumstances beyond the control of the applicant have prevented action

from being taken and upon the payment of an extension fee equal toin an amount

determined by the Chief Mechanical Inspector. not to exceed 25 percent of the plan

check fee. No permit application shall be extended more than once.

SECTION 6.

204.0

Section 204.0 is hereby amended to read as follows:

-8-

BUILDING CODE - The building code that is adopted by this jurisdiction.

[HCD1, HCD 2, and SFM] "Building Code" shall mean the California Building Code, Title

~ Part 2most recent edition of Title 26 of the Los Angeles County Code.

SECTION 7.

207.0

Section 207.0 is hereby amended to read as follows:

-E-

ELECTRICAL CODE - The National Electrial Code promulgated by the National

Fire Protection Association, as adopted by this jurisdiction. [HCD 1 and HCD 2].

VVhenever the term "Electrical Code" is used in this code, it shall mean the California
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Electrical Code, Title 24, Part 3most recent edition of Title 27 of the Los Angeles County

Code.

SECTION 8.

218.0

Section 218.0 is hereby amended to read as follows:

-p-

PLUMBING CODE - The Uniform Plumbing Coide promulgated by the

International Association of Plumbing and Mechanical Officials, as adopted by this

jurisdiction. [HCD 1 and HCD 2]. VVhenever the term "Plumbing Code" is used in this

code, it shall mean the California Plumbing Code, Title 24, Part 5most recent edition of

Title 28 of the Los Angeles County Code.

SECTION 9. Section 501.0 is hereby amended to read as follows:

501.0 Scope.

This sChapter includes requirements for environmental air ducts, product

conveying systems, and commercial hoods and kitchen ventilation. Ventilation systems

installed to control occupational health hazards shall comply with the requirements of

the Health Officer.

SECTION 10. Section 508.4.1.5 is hereby amended to read as follows:

508.4.1.5 Type I hoods where the cooking equipment includes low-

temperature appliances such as medium-to-low temperature ranges, roasters, roasting
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ovens, pastry ovens, pizza ovens. and equipment approved for use under a Type II

hood, such as pizza O'Jens:

SECTION 11. Section 510.1.7 is hereby amended to read as follows:

510.1.7 Duct bracing and supports shall be of noncombustible

material, securely attached to the structure, not less than the gauge required for grease

duct construction. and designed to carry gravity and lateral loads withinthe stress

limitations of the Building Code. Bolts, screws, rivets, arid other mechanical fasteners

shall not penetrate duct walls.

SECTION 12. Section 604.2 is hereby amended to read as follows:

604.2 Metal Ducts.

Supports for rectangular ducts as set forth in the ANSI/SMACNA 006-2006

HVAC Duct Construction Standards - Metal and Flexible or another approved duct

construction standard, when suspended from above, shall be installed on two opposite

sides of each duct and shall be welded. riveted, bolted, or metal screwed to each side of

the duct at not more than the intervals specified.
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SECTION 13.

follows:

1119.4. Approvals Required.

The method of discharge of systems containing other than group A 1 refrigerants

shall comply with the pertinent requirements of Title 32-Fire Code and Division 2 of

Title 20 - Sanitary Sewer and Industrial Waste of the Los Angeles County Code. Where

applicable, Section 1120 may be used with prior approval of Authority Having

Jurisdiction.

Section 1119.4 is hereby added to Section 1119.0 to read as

SECTION 14. The provisions of this ordinance contain various changes,

modifications, and additions to the 2010 Edition of the California Mechanical Code.

Some of these changes are administrative in nature in that they do not constitute

changes or modifications to requirements contained in the building standards published

in the California Building Standards Code.

Pursuant to California Health and Safety Code sections 17958.5, 17958.7J.and

18941.5, the Board of Supervisors hereby expressly finds that all of the changes and

modifications to requirements contained in the building standards published in the

California Building Standards Code, contained in this ordinance, which are not

administrative in nature, are reasonably necessary because of local climatic, geological,

or topographical conditions in the County of Los Angeles as more particularly described

in the table set forth below.
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TABLE

MECHANICAL CODE AMENDMENTS

CODE SECTION CONDITION EXPLANATION
501 Climatic Additional Health

Department requirements
are necessary due to local
air quality concerns.

510.1.7 Geological To reduce damage during a
seismic event.

604.2 Geological To reduce damage during a
seismic event.

1119.4 Geological To reduce the potential for
release of toxic refrigerant
caused by shifting
equipment during a seismic
event.

SECTION 15. This ordinance shall become operative on January 1, 2011.

[TITLE29MYCCj
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